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REZUMAT 

Sprincean Roman. Cercetarea asigurarii parametrelor de proiect de catre sistemele de 

ventilare,  teza pentru obţinerea titlului de master în tehnică, Chişinău, 2016. 

Domeniul de studiu: parametrii de proiect sistemelor de ventilare. Teza este dedicată cercetării 

asigurarii parametrelor de proiect de catre sistemele de ventilare cu destinatii deferite. În teză au 

fost enumerate factorii care influienteaza asupra functionarii ventilatiei,  descrierea surselor 

problemelor legate de operarea ventilatilarii. Este descrisă destributia aerului interior, precum si 

influenta sistemului de ventilare asupra parametrelor de aer in incapere. A fost elaborată 

clasificarea modernă sistemelor de ventilare. Au fost detectate principalele motive pentru esecul 

parametrelor de proiect sistemelor de ventilare, precum si modalitatile de solutionare a acestor 

problemi.  

Fundamentare teoretică a fost elaborată pe baza cercetarii experimentale a unui sistem de 

ventilarii a unui birou a unei cladiri din orașul Chișinău. 

Teza include: introducere, 3 capitole, concluzii generale, bibliografie din 31 titluri, 59 de pagini, 

35 figuri,  4 tabele. 

Cuvinte-cheie: asigurare, ventilare, parametre de proiect, erori, instalare, certificarea, punerea in 

functiune. 

 

SUMMARY 

Sprincean Roman. The research of security of project parameters by ventilation system, 

the thesis for a master's degree of Technical Sciences, Chisinau, 2016. 

Research field: design parameters of ventilation systems. Thesis is devoted to the study of the 

design parameters ensuring the ventilation systems of various purposes. The paper listed the 

factors affecting the operation of ventilation, describes a source of problems associated with the 

operation of ventilation. It describes the distribution of indoor air, as well as the effect of the 

ventilation system on the parameters of the air in the room. It developed the modern 

classification of ventilation systems. We identified the main reasons for the failure to design 

parameters of ventilation systems, as well as identified ways of solving these problems. 

The theoretical study was developed on the basis of experimental research work of the 

ventilation system of the building office space in Chisinau. 

This thesis is divided into three chapters of 59 pages; 4 tables; 35 pictures; The bibliography 

contains 31 sources. 

Keywords: security, ventilation, design parameters, errors, installation, certification, 

commissioning. 
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